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LEGENDS:

New 3 or 2-2" Duct

New 1-2" Duct

Existing duct structures
New 3'x5' Vault

New 2'x3' Vault

New 17"X30" Vault

New Pedestal
Existing Pedestal

NOTE:

- Footages are approximate & subject to change based on field
condition & final design.

- Vaults sizes & locations are subject to change per field condition
- All 1-2" ducts are distribution ducts and will be terminated at
property line.

Material Estimation

Dust Size Footage (Approx.)

3-2" 765'
2-2" 3683'
1-2" 2995'

Total 2" Duct 7334'

Vault Quantity

17"X30' 28
2'X3' 6
3'X5' 1

Pedestal Quantity

Pedestal 5
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1

SITE

1-4" PRI5

3421 PAD
311-1182

1 - 25 HTS
D242157

10

INS: 1-5" PRI
INS: 1-4" PRI

3

1EX. H106642
3316TC

4INS: 4-WAY SCADA ISG SWITCH
D243232

WAY 1 311-1178
WAY 2 311-1179
WAY 3 311-1180
WAY 4 311-1181

SEE SITE DETAIL "A"
RTU# 2967

601-4" PRI

1-3" SVC47

1-3" SVC 46

1-3" SEC 35

1-3" SVC 37

1-3" SVC 58

1-3" SVC 41

1-3" SVC 57

1-3" SVC 54
3421 PAD
311-1183

1 - 100 HTS
D242156

12

1-3" SVC 44

1-3" SEC 39

SEC
3313T

40

1-3" SVC 34

SEC 3313T 36

SEC 3313T 56

SEC 3313T51

1-3" SVC
LOCATE AND CONNECT
CAUTION WORK AROUND
ENERGIZED SYSTEM STAND-BY
LINEMAN REQUIRED

52

1-3" SVC53

1-3" SVC
LOCATE AND CONNECT
CAUTION WORK AROUND
ENERGIZED SYSTEM STAND-BY
LINEMAN REQUIRED

43

1-3" SVC42

1-3" SVC 59

1-5" PRI 7

1-3" PRI 11

1-3" SVC 45

1-3" SVC 38

1-3" SEC48

EX. P26002
SEC UP
POLE INS ON OH LEVEL

49

1-3" SEC50
EX. P26003
INS PRI DOWN CABLE POLE
INS SEC UP CABLE POLE

8

91-3" PRI

1-3" SEC55

1

H106642

1
2

1
2

A
B

C
D

3

D
C

B
A

3

EAGLE ROCK WAY

3316

EX. 1 - 5" CONDUIT
EX. C311 1000 J AL 3ØCN [225']

[TO D208523]

INS: 1 - 5" CONDUIT
INS: C311 1000 J AL 3ØCN [120']

[TO D243232]

3

EX. 1 - 5" CONDUIT
REM: C311 1000 J AL 3ØCN [80']
[TO P321793J]

2

17"17"17"9-1/2" 9-1/2"

D243232

4

WAY 1 TO H106642
INS: C311 1000 J AL 3ØCN 120'

3

WAY 2 TO D242158
INS: C311 2/0 J AL 3ØCN 390'

62

WAY 3 TO H106642
INS: C311 2/0 J AL 3ØCN 120'

3

WAY 4 TO P26003
INS: C311 1000 J AL 3ØCN 448'

7

REM: C311 1000 J AL 3ØCN 225'2

1-5" PRI 7261-3" SEC
4 INS: 4-WAY

SCADA ISG
SWITCH
D243232

INS: 1 - 4" CONDUIT
INS: C311 2/0 J AL 3ØCN [120']

[TO D243232]

3

INS: 1 - 3" CONDUIT
INS: C311 #2 J AL 2ØCN [134']

[TO D242157]

9

INS: 1 - 3" CONDUIT
INS: C311 #2 J AL 2ØCN [194']
[TO D242156]

11

2'-8"
3'-8"

2'-10 5/16"

18"

8"
(TYP)

4 13/16"
Ø4.5" DUCT

TERMINATORS
2 EACH WALL

(8 TOTAL)

5" X 8" X 3"
DEEP THINWALL
KNOCKOUT 1 EACH
END WALL (2 TOTAL)

18" BASE SECTION
3313-T ELECTRIC - HANDHOLE

2 TON LIFTING
ANCHOR
2 EA. SIDE

1'-10 5/16"

S286754

4'-0"

6"

3'-0" 2'-0" CLR

6"

A FIGURE 1
STEEL DIRECT TRAFFIC

FRAME AND HINGED COVER
3313-T ELECTRIC - HANDHOLE

PLAN VIEW

SDG&E
ELEC

S286752

6" 3'-0" CLR 6"

INS: 1" PE CONDUIT 15'
FOR COAX CABLE

195

INS: 20' SCADA POLE
L133430

196

17" 9-1/2"

4"

4" RTU

1-3" SVC197

EX. P25039
INS PRI UP CABLE POLE

6

LOCATIONS OMITTED FROM DESIGN:
LOC. 13, 14, 15, 16, 17, 18, 19, 20, 21, 22, 23, 24, 25

INS: 1 - 4" CONDUIT
INS: C311 2/0 J AL 1ØCN [126']
[TO P25039]

5

P25039 will stay as
new riser pole

New 2'X3' Vault

New Pedestal
To be placed
on existing
ducts.

New 17"X30" Traffic
Rated Vault

New 3'X5' Traffic
Rated Vault

P26003 will stay as new
riser pole

New 17X30
Traffic Rated
Vault

New 17X30
Traffic Rated
Vault

New 17"X30" Traffic
Rated Vault

Existing duct
structures

New 17"X30" Vault or
Pedestal, depends on field
condition.
Place 5' of 2-2" Duct from
new structure to the
P25039

New 17"X30" Traffic
Rated Vault
Place 5' of 2-2" duct
from vault to P26003

2-2"
100'

2-2"
160' 1-2"

10'

1-2"
10'

3-2"
130'

1-2"
40'

1-2"
65'

3-2"
115'

1-2"
25'

1-2"
25'

1-2"
10'

1-2"
65'

1-2"
25'

1-2"
25'

3-2"
130'

1-2"
10'

1-2"
60'

1-2"
65'

1-2"
10'

1-2"
40'

3-2"
90'

1-2"
45'

1-2"
40'
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SITE

1-3" SVC 29

1-3" SVC30

1-4" PRI 79

1-4" PRI60

1-3" PRI62

1-3" SEC 26

1-3" SVC68

1-3" SVC 66

3421 PAD
311-1184
1 - 25 HTS
D242159

63

1-3" SVC
LOCATE AND CONNECT

CAUTION WORK AROUND
ENERGIZED SYSTEM STAND-BY

LINEMAN REQUIRED

67

1-3" SVC69

SEC 3313T27

3416 TERMINATOR
D242158

61

1-3" SEC 64

SEC 3313T 65

1-3" PRI70

1-4" PRI 60

1-3" SVC28

1-3" SEC 31

SEC
3313T

32

1-3" SVC 33

1-3" SVC 75

1-3" PRI 70 1-3" SEC76

SEC
3313T

77

1-3" SVC78

New 17X30
Vault.

New 2'X3' Vault

New 17X30
Traffic Rated
Vault.

New 17X30
Vault Traffic
Rated.

New 17"X30" Traffic
Rated Vault

Tie to existing duct
that feeds customer
31565 from pole.

New 17X30
Traffic Rated
Vault.

1-2"
10'

3-2"
140'

1-2"
95'

3-2"
160'

1-2"
10'

2-2"
120'

1-2"
90'

1-2"
30'

1-2"
40'

1-2"
10'

1-2"
40' Existing duct

structure

2-2"
260'

1-2"
20'

1-2"
110'

2-2"
115'
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1-2"
68'

3-2"
130'

Existing Node Pedestal
and Power Supply

4-2"
5'
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SITE

1-3" SVC108

1-3" SVC 107

1-3" PRI103

1-4" PRI 118
1-3" PRI120

1-3" SEC86

1-4" PRI79

3315HTA
H141445

80

1-3" PRI 81

3421 PAD
311-1187

1 - 25 HTS
D242161

82

SEC
3313T

87

1-3" SVC 83

1-3" SVC88

1-3" SVC 89

1-3" PRI90

3421 PAD
311-1188
1 - 25 HTS
D242162

91

1-3" SVC92

1-3" SVC 93

1-3" SEC 94

SEC
3313T

95

1-3" SVC 97

1-3" SVC 96

1-3" SVC 98

1-4" PRI
LOCATE AND CONNECT

CAUTION WORK AROUND
ENERGIZED SYSTEM STAND-BY

LINEMAN REQUIRED

99

3416 TERMINATOR
D242163

102

1-3" SEC 105

SEC
3313T

106

1-3" SEC 109
SEC

3313T
110

1-3" SVC 111

1-3" SEC112

3421 PAD
311-1189

1 - 50 HTS
D242164

104

SEC
3313T

113

1-3" SVC
LOCATE AND CONNECT

114

1-3" SVC
LOCATE AND CONNECT

115

SEC
3313T

123

1-3" SVC 124 1-3" SVC125

1-3" SVC
LOCATE AND CONNECT

126

1-3" SVC
LOCATE AND CONNECT

127
1-3" SVC 131

1-3" PRI 128

3315HTA
H141446

119 1-3" SVC135

1-3" SVC 134

1-3" SVC
LOCATE AND CONNECT

136

1-3" SEC 122

1-4" PRI 150

1-3" SVC 84

1-3" SVC 85

1-3" SVC117

1-4" PRI
LOCATE AND CONNECT

CAUTION WORK AROUND
ENERGIZED SYSTEM STAND-BY

LINEMAN REQUIRED

101

3421 PAD
311-1190

1 - 50 HTS
D242165

121
3421 PAD
311-1191

1 - 75 HTS
D242166

129

1-3" SVC 130

1-3" SEC132

SEC 3313T133

1-3" SVC137

1-3" SEC138

80H141445

1
2

1
2A

B

C
D

3

D
C

B
A

3

MONTEREY ST
3315

INS: 1 - 4" CONDUIT
INS: C311 #2 J AL 3ØCN [272']

[TO D242158]

79

INS: 1 - 3" CONDUIT
INS: C311 #2 J AL 2ØCN [112']

[TO D242161]

81

INS: 1 - 4" CONDUIT
INS: C311 #2 J AL 3ØCN [244']

[TO D208523]

99

INS: 1 - 3" CONDUIT
INS: C311 #2 J AL 2ØCN [20']
[TO D242162]

90

119

H141446

1 212

A
B

C
D

3

D
C

B
A

3

WEST ST

3315

INS: 1 - 4" CONDUIT
INS: C311 #2 J AL 3ØCN [256']

[TO D208523]

118

INS: 1 - 4" CONDUIT
INS: C311 #2 J AL 3ØCN [608']

[TO D242168]

150

INS: 1 - 3" CONDUIT
INS: C311 #2 J AL 2ØCN [67']
[TO D242165]

120

EX. D208523
, 3 - 4

100

1-3" SVC 116

New 17"X30" Traffic
Rated Vault

New 17X30
Vault.

New 17"X30" Traffic
Rated Vault

New 17"X30" Traffic
Rated Vault. Place
over existing ducts
leaving the pole.

Existing duct
structures.

New Pedestal. Place
on existing ducts
going to the pole

New 17"X30" Traffic
Rated Vault or
Pedestal

Existing 17"X30" Cox
vault, replace it w/ a
2'x3' Vault

New 17"X30" Traffic
Rated Vault

New 17X30
Traffic Rated
Vault.

New 17X30
Traffic Rated
Vault.

2-2"
170'

1-2"
10'

1-2"
20'

1-2"
55'

1-2"
20'

1-2"
10'

2-2"
105'

1-2"
75'

1-2"
65'

2-2"
90'

1-2"
10'

1-2"
10'

1-2"
100'

1-2"
40'

1-2"
55'

1-2"
10'

2-2"
150'

1-2"
70'

1-2"
10'

1-2"
40' 1-2"

40' 2-2"
150'

1-2"
10'

1-2"
10'

1-2"
40'

1-2"
40'

2-2"
210'

1-2"
10' 1-2"

10'

1-2"
55'

1-2"
10'

1-2"
40'

1-2"
40'
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1-3" SVC137 1-3" SVC140

1-3" SVC 158

1-3" SVC 160

1-4" PRI 150

1-4" PRI 141

1-3" PRI161

3421 PAD
311-1185
1 - 25 HTS
D242160

71

1-3" SVC74

1-3" SEC72

SEC
3313T

73

1-3" SEC138
SEC
3313T

139

3421 PAD
311-1193

1 - 50 HTS
D242169

153

1-3" SVC157

1-3" SEC 154

SEC
3313T

155

1-3" SVC 159

1-3" SEC75

1-3" PRI 70

1-3" SVC 77

3416
TERMINATOR
D242168

151

1-3" PRI152

1-3" SVC144

1-3" SVC 156

New 17X30
Traffic Rated
Vault.

New 17X30
Vault.

New Pedestal
location for
AMP.

1-2"
10'

2-2"
185'

1-2:
65'

1-2"
40'

2-2"
230'

2-2"
95'

1-2"
50'

1-2"
40'

1-2"
50'

1-2"
40'

New 17X30
Vault.

New 17X30
Vault.

2-2"
340' 1-2"

135'
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SITE

1-3" SVC 147

1-3" SVC 163

1-3" SVC STUB164

1-3" PRI 141

SEC
3313T

146

1-3"
SVC

143

1-3" SEC 145

1-3" SVC144

1-3" SVC149

1-3" SVC148

3421 PAD
311-1192

1 - 50 HTS
D242167

142

3421 PAD
311-1194
1 - 50 HTS
D242170

162

1-3" SEC 165

1-3" PRI 161

1-3" PRI169

New 17"X30" Traffic
Rated Vault or
Pedestal

New 17X30
Vault.

2-2"
308'

1-2"
45'

1-2"
60'

2-2"
235'

1-2"
70'

1-2"
65'

1-2"
140'

1-2"
140'
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SITE

1-3" SVC177 1-3" PRI 181

3315HTA
H141447

170

3421 PAD
311-1195
1 - 25 HTS
D242171
RETAINING WALL REQ.

172

1-3" PRI171

175

1-3" SVC
LOCATE AND CONNECT

176

1-3" SEC 173

SEC
3313T

174

1-3" SVC178

1-3" PRI
LOCATE AND CONNECT

179

3421 PAD
311-1196

 1 - 50 HTS
D242172

182

1-3" SEC185

SEC
3313T

186

1-3" SVC187

1-3" SVC188

1-3" SEC183
SEC
3313T

184

1-3" SVC
LOCATE AND CONNECT

189

1-3" SVC
LOCATE AND CONNECT

190

1-3" SEC191

SEC
3313T

192

1-3" SVC193

1-3" SVC194

1-3" SVC
LOCATE AND CONNECT

168

1-3" SVC
LOCATE AND CONNECT

167

1-3" PRI169

SEC
3313T

166

1-3" SEC165

1-3" SVC
LOCATE AND CONNECT

170

H141447

1 212

A
B

C
D

3

D
C

B
A

3

PASEO DEL SUR

3315

INS: 1 - 3" CONDUIT
INS: C311 #2 J AL 2ØCN [537']

[TO D242170]

169 INS: 1 - 4" CONDUIT
INS: C311 #2 J AL 2ØCN [154']
[TO D242172]

181

INS: 1 - 3" CONDUIT
INS: C311 #2 J AL 1ØCN [460']
[TO D211673]

179
INS: 1 - 3" CONDUIT

INS: C311 #2 J AL 2ØCN [126']
[TO D242171]

171

EX. 311-524
1 - 75 HDS
D211673

180

New 17X30
Vault.

New Pedestal
location

Existing duct
structures

Existing
Pedestal.
Replace it w/
larger one

New 17X30
Vault.

New 17"X30" Traffic
Rated Vault

1-2"
35'

1-2"
35'

2-2"
175'

1-2"
10'

1-2"
10'

Existing duct

Tie to existing
duct

2-2"
105'

1-2"
45'

1-2"
30'

2-2"
120'

1-2"
20' 1-2"

20'

2-2"
135'

1-2"
10'

1-2"
10'

2-2"
115'

1-2"
20'

1-2"
90'

New 17X30
Traffic Rated
Vault.
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